
State of California
DI\-isiOll of Occupational Safel) and Ilcalth
CallOSHA Concord District Office (0950622; 4028)
1450 bnca Circle, Suite 525
Concord, CA 94520

Phone: (925) 602-6517 Fax: (925) 676-0227

Citation and otilication of Penaltv

Inspection Numl>cr: 311076269
IllspeclioLl Dilles:03: 17/201 0-09 ·16 '20 I0
ISSll3nce Dale: 09/16/20lO
CSI-IO 10: LU561
Optional Inspection Nbr: 046-10

COinpau) Name:
Inspection Site:

Pacific Gas & Electric Company
300 block of Panorama Drive. Benicia. CA 94510

Cilalion I Item 1 Type of V;olalJon: Regulatory

Title 8, eeR, 2811

PcrllUlucllt and conspicuous waming signs shall he posted 011 .tll doors 01- gates thai provide access to
enclosures containing eXI)()scd energized parts .md conductors. SlIch signs shall be legible at 12 feel aud
shall .-cold subShtutiall)' as follows:
"\\'ARNING-IIIGH VOLTAGE-KEEP Otrr."

On and before March 17,2010. the employer did nO[ post a conspicuous warning sign "WARNING-HIGII
VOLTAGE-KEEP OUT" on the door to the energized 12KV high vollage surface-operable primar) electrtc
underground splice enclosure or junction box identified as J-8470, located in the 300 block of Panommil Drive
in B~llicia.

Dale By Whieh Violation MUSI be Abaled:
Proposed Penalt):

Abated
425.00

Sec pages I through 4 uf this Cliation and Notification of Penalty for intOllllntinn on employcr and empluyc!.' right" and rcsponsiUillli~'s.
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Slale of California
Division of Occupational Safety and Ilealth
Cal/OSIIA Concord District Office (0950622; 4028)
1450 Enea Circle, Suite 525
Concord, CA 94520

Phone: (925) 602-6517 Fax: (925) 676-0227

Citation and Notilication of Penaltv

IllSI)l."Clion 'lIInbcr: 311076269
IllSJX.'ctioll Dates: 03, 17/2010 -09/16/2010
issuance Dale: 0911612010
CSHO 10: L0561
0l)liollu! InslJectioll Nhr: 046-10

Company Name:
Inspection Site:

Pacific Gas & Electric Company
300 block of Panorama Drive. Benicia, CA 94510

Citation 2 Item I Type of Violation: Serious

Title 8, CCR 1518(d) Protection from Electl"ic Shock.

Before "ork is begun, tbe eml)lo)'cr shall ascertain b)' inquiry. direct observation, or by instruments,
whether any part of an energized electric power circuit, eXl)Osed or concealed, is so located thai the
l)Crronnancc or tbe work may bring any person, tool or machine illlO physical or electrical contact \, itb
tbe ekctric power circuit.

On March 17, 20 I0, at II worksitc locmed in the 300 block of Panorama Drive in Benicia, California, the
employer did not ascertain by inquiry, direct observation, or by instruments, whether any part of an energized
electrical power circuit, exposed or concealed was so located Ihat the performance of the work would bring any
person, tool or machine into physic:d or electrical contact with the electric power circuit before directing an
employee to enter and work inside an energized 12KY surface-operable primary electric underground splice
enclosure or junction box 1-8470 where the energized conductors and equipment were not protected or lIlsulalcd
from inadvertent comaCL

At about 10:00 hours an employee was electrocuted while working inside junction box J-8470 when one of the
conduclors became energized and arced or shorted across the un-insulated and un-terminated cut end through a
small gap between lhe center and concentric neutral conductors while the outside of the concentric cable and
the concentric neutral was touching the employee.

Dale By Which Violation Must be Abmed:
Proposed Penalty:

09/2012010
$ 9560.00

See IJ3.gc:s t lhrough 4 of lhi~ CitaliOfl and NOIiriC31ion of Penalty for mformallon on employer alld employee nghb and respollslblh\lc-~_
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State of California
Division of Occupational Safr:t) and Ilealth
CaliOSIlA Concord District Office (0950621; 4028)
1450 Enea Circle. Suite 525
Concord. CA 94520

Phone: (925) 602-6517 Fax: (925) 676-0227

Citation and Notilic;Jtion of Penalh

111S1K:Clion NUlII bel': 31 1076269
Inspection Dales: 03' 17/20 I0 -09' 16 '20 I0
Issuance Datc: tl9. 16 '20 I0
CSBO Ill, L0561
OptiOlllll Inspection Nbr: 046-10

Com pall) i\amc:
IllSllCCtioll Site:

Pacific Gas & Electric Company
300 block of Panorama Drive, Benicia, CA 94510

Cilation 3 Item 1 Type of Violation: Serious, Accident-Rdated

Titll' 8. CCR, 28J6(~I)

Conductors shaH bE' insul:lIcd, except where un-insulated conductors are sl)CCificall) permitted b) these
orders, and shall lune 11 "ollage rating not less than the operaling ,'ollage of the circuit.

On March 17,2010, at a worksitc localed in the 300 block of Panorama Drive in BeniCia, California. the
employer did nOi insulate the ends of the two conductors that were being installed in an energized 12KY
surface-operable primary elec!ric underground splice enclosure or junction box J8470 to serve a new
transformer before one of the cables were energized.

At about 10:00 hours all employee was electrocuted while working inside Junction box J-8470 when one of the
conduClOrs became energized and arced or shorted across the ulI-lIlsulated and un-!ermlllated cut end through a
small gap between the cemcr and concemric neUiral conductors while the out.,ide of the concemric cable and
the concentric neutral was touchmg the employee.

Dale By Which Violation Must be Abated:
Proposed Penalty:

09/20/2010
$ 22500.00

See page:- J lhrou~ 4 of 1111~ CllalKlfl and NOllflCillion of Pcnal1} ror mformallOll Oil employer and employee nghl~ and rl."sporl~lblhlle~_
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State of California
Dn'ision of Occupational Safet} and Ilealth
CalfOSHA Concord District Office (09506:?:2: 402~)

1450 Enea Circle, SUlIe 525
Concord. CA 94520

Phone: (9~5) 602-6517 Fax: (925) 676-0227

Citation and Notilication of Pcnaltv

IlIs!K.'Ction umber: 311076269
Inspection Dales:03fI7/2010~09,16,'2010
Issuance Date: 09 16'2010
CSIIO 11), L0561
Optional IllSllectioll Nbr: 046-10

Compan) ~allle:

Inspection Site:
I>aclfic Gas & Electric Compan}
300 block of Panorama Drive, Benicia, CA 94510

CiUllioll 4 Item 1 Type of Violation: Serious, Accidcm-Related

Title 8, CCR, 2820

1ctallic shielding components such as tapes. wires, or brdids. or combimuiolls thereof. and their
associated conducting and semi-conducting COUlI:tOllcnts shall lte grounded ill accord~m(:e \, ith Anicle 6.

On March 17, 2010. at a worksilc located in the 300 block of Panorama Drive III Benicia, Cali forma, the
employer did not ground the concentric shieldmg of the new transformer cables to the ground system located
inside an energized 12KV surface-operable primary electric underground splice enclosure or junction bOh J8470
before one of the cables was energized.

At about 10:00 Hours an employee was electrocuted when the end of the non msulated cable arced or shorted
and energized the ungrounded shieldlllg that was touching the employee.

Dale By Which Violation MUSl be Abated:
Proposed Penally:

09/20/2010
$ 22500.00

See pages J Ihrough 4 of tlll~ ClIallon and NOlificallOll of Perullt) for informalloo OIl empl0yer and employee ri~lm. ;md resIlOl1sihihllt:~.

Cil:lliOIl and Notification of Penally PlIge80r 13 CaIlO$IIA :! ReI 7107



State of C~lIirornia

Division of Occupational Safet)' and HealEh
Cal'OSHA Concord District Office (0950612; 4028)
1450 Enea Circle, Suite 525
Concord. CA 94520

Phone: (925) 602-6517 Fax: (925) 676-0227

Citation and Notification of Penalty

Inspection Numbel': 311076269
Inspectiolll)atcs:03 171'2010-09 16/2010
(ssuance Dale: 09'16'2010
CSHO 10: L0561
Optional Illspcction Nbr: 046-10

Compully Name:
1nSllCctioll Site:

Pacific Gas & Electric Company
300 block of Panorama Drive. Benicia. CA 94510

Cilalion 5 liem I Type of Violation: Serious Willful, Accident Related

Title 8. CCR, 2940(a)

S.afc Acccss. All work locations shall he safel)' accessible whenc\'cr \\ ork is to be IlCr(ofmcd,

Reference: Title !'S, CCR, 2700 8'lfel)' Accessible, Not eXI)()siug PCI'SOIlS installing, opcl"Uting. maintOlining,
or inspecting electrical apparatllS 10 sCl'iollS l'isks of tripping 01' I'alling or of coming in contact with
energized elcctricul!)arts, moving luachiner.y, surfaces or objects operating at high temperature., or other
huzardOIlS eqllipmcnt.

On or before March 17,2010. at a worksite located in the 300 block of Panorama Drive in Benicia, California.
the employer did nOt require and ensure thai the work location was safely accessible by prOtecting employees
from coming in contact with energized electrical pans before directing an employee to enter and work in an
energized 12KV surface-operable primary electric underground splice enclosure or junction box J-8470.

At about 10:00 I-lours an employee was electrOCUled while working inside junction box J-8470 when one of the
conductors became energized and arced or shorted across the un-insulated and un-terminated cut end through a
small gap between the center and concentric neutral conductors while the outside of the concentric cable and
the concentric neutral was touching the employee.

Date By Which Violation Must be Abated:
Proposed Penalty:

09120/2010
$ 70000.00

~ pa£cs I ihrOUGh 4 of this Citation and Noufication of Penally for lIlfOnrulllOn on employer :md employee nGllls and rcspon~lbih\lc~

Citation and Noufu;3110n of Penally Page 9 of 13 CaiIOSIIA-1 I{C\- 7/07



Stale of California
Di\'ision of Occupational Safet) and Health
Cal/OSHA Concord DISlricl Office (0950612; 4028)
1450 Enea Circle, Suite 515
Concord. CA 94520

Phone: (925) 602-6517 Fax: (925) 676-0227

Citation and Notification of Penalt.y

Inspection t\umber: 311076269
InslleClioJl Datcs: 0:;,'171'2010 - 09/ 16/20 I0
Issuance Dolle: 09/16'2010
CSI-IO ID, L0561
Olnional Inspection 1\br: 046-10

Compau)' NUllle:

Inspection Site:
Pacific Gas & Electric Company
300 block of Panorama Drive. Benicia, CA 94510

Cilation 6 Item 1 Type of Violation: Serious

Title 8. CCR. 2940 (d)

Observers. During the time wOI'k is being done 011 :111)' exposed conduclOrs or exposed parts of c<luilJlllcnt
connected 10 high-volt:.tge systems, 1.I qualified elcctrical worker, or:111 cmplo)'et' ill training, shall be in
close proximit), at each work locution to:
(1) act prinmdl)' as an observcr for the pUrj)()se 01' pl'cvcnting all accident, and
(2) rcuder imUlediate assistance in the event of all accident. Such observer will not be requi"ed in
conuectioll with work on overhead trolley distributiou circuits not exceeding 1.500 volts D.C. where there
is 110 cOudllctor or Ol)posite pohlrit) less than 4 feet there from, or where sucb \~ork is r~rformed from
suitable lower platforms or other similar structures,

On March 17, 2010, at a worksile located in the 300 block of Panorama Drive in BeniCia, California. the
employer did nOI provide or reqUire an observer dUring the entire time an employee W3\ Installing conductors
while working insidl: an energized 12KV surface-operable primary electric underground spllce enclosure or
junction box J-8470.

At about 10:00 hours an employee was electrocuted while working inside junction box J-8470 when one of the
conductors became energized and arced or shorted across the un-insulated and un-terminated cut end through a
small gap between the center and concentric neutral conductors wbile the outside of the concentric cable und
the concentric neutral was touching tbe employee.

Date By Which Violation Must be Abated:

Proposed Penalty:
09/2012010

$ 9560.00

St~ pages I through 4 of [his CllalLOfl and Nourlcalloll of Penal!) for mfomlatiOll on employer and elllplllYec nght~ and rl';'JXIfl~lhllltle~

Citation and N(l(ihcatiOll of Penalt) Page JO of 1 3 CaliOSIIA-::! ReI 7/07



State of California
DIvision of Occupational Saf~t} and Ileallh
Cal/OSHA Concord DIstrict Office (0950612; 4028)
1450 bnea Circle, Suite 525
Concord, CA 94520

Phone: (925) 602-6517 I·ax: (925) 676-0227

Citalion and Notification of Penalty

IUSI)Cctioll l'\umbel': 311076269
InSI.N..'ctioll Dates: 03/17/2010-09 1 16 '20 10
Issuance Date: 09 ' 16'2010
CSIIO 10, L0561
Optional lusllCCtioll Nbr: 046-10

Compau) Name:
InSIx.'Ctioll Site:

Pacific Gas &. Electric Company
300 block of Panorama Drive, Benicia, CA 94510

Citation 7 llem I Type of Violation: Serious, Accident-Related

Title 8. CCR, 2940.2(a)

No employee shall be pcrmillcd to l.lpproach or take all) couductive object withoul all .lPI)ro,·ed insulating
handle closer to exposed euergiLed l>arts tba.n shown ill Tablc 2940.2 unless:
(I) The employee is insulated or guarded from the energized part (glo'·cs or glo' es with slee\(~ rated for
the "oltage in\'olved shall be considered insulation of the ellll)loyee from the energized !)art). or
(2) TIle energized pan is insulated or guarded from the employee and all~ other couducti"c object at a
din'erent poteuiial.

On March 17.2010. al a worksile located in the 300 block of Panorama Drive 10 Benicia, California. the
employer pcrmined employees 10 approach or rake conductive parts closer 10 exposed parts than shown in
Table 2940.2 withom requinng an approved insulaling handle. gloves or gloves With sleeve!'. rated for the
voltage. or that the energized pans were insulated or guarded for work occurring Inside an energized 12K\
surface-operable primary eleClnc underground splice enclosure or junction ixlx J-8470.

Al abom 10:00 hours an ~mployee was eleclrocuted while working inside junction box J-8470 when he partIally
installed a 200A load break separable connector OIllO an exposed encrgizcd bushing and the conductor became
energized and arced or shoned across the un-insulated and un-Iermmilted cut end through a small gap between
the center and cOllcemric neutral conductors while the outside of the concentric cahle and the concentric neutral
Wit!' touching the employee.

Date By Which Violation Must be AbaLCd:
Proposed Penalty:

09/20/2010
$ 22500.00

Scl' rMgc~ I through 4 of Ihl\ Cnllllnn and NOlificauon of Penall) for Illformllllon on emplo),el and employee nghl\ lind responslbihllt:\

Ciwlion and Notification of l'en;llt)' Page Jlof13 Cll/OSHA·~ ReI 7107



Slate of California
DivisIon of Occupalional Safet) and Ileahh
Cal/OSHA Concord DiSiricl Office (0950622: 40281
1-\50 Enea Circle, Suile 525
Concord. CA 94520

I)hone: (925) 602-6517 hx. (925) 676~0227

Citation and Totification of Penah\'

IIl<;PCClioll Number: 311076269
InspcctionD.ncs:03 17/2010-09 16/2010
ISSllllllce Date: 09'16'2010
CSHO 11), L056 I
OptionallllsjX.'Ction ~br: 046-10

COlllll:llI) Name:
IlIspcctiolt Site:

Pacific Gas & Eleclric Compan)
300 block of Panorama Drive, Benicia, CA 94510

Cit.ation 8 Item 1 Type of Violation: Serious

Tille 8, CCR, 2943(d)(3)

Suitable rublJcr glovcs wilh prOI,<.."<:I,ors shall be \~orn whcn working: 011 cxposed conducl,ors or equipment
encrgized al 7,500 volts or less. Olher eXllOsed cnergized or grounded conduclOrs or e<llIillmelll in the
\\or'" area, with which COlllatl can be readjJ~' made, shall be covered wilh adetltllllC Ill'otecti\'e dc\'ices.
barricaded or otJlerwise isohued.

On March 17,2010. al a worksite located in the 300 block of Panorama Drive in Benicia. California_ the
employer did not provide and ensure suitable rubber gloves, adequate protective devices, barricades. or olher
means of Isolation for exposed energtzed 7.25 KV to 12KV conductors and eqUipment located inside an
energized I~KV surface-operable primary electric underground splice enclosure or junclion box J-8470 before
directing an employee to enter and perronn work 111 the bo",

AI about 10:00 hours an employee was electrocuted whilc working inside junction box J-8470 without suitable
rubber gloves, adequate prolccllve devices, barricades or othcr forms of isolation whcn hc partially installed a
200A load break separable connector onto an exposed cnergized bushing and the conductor became energized
and arced or shorted across the un-insulatcd and ulHerminatcd cut end Ihrough a small gap between the center
and concentric ncuual conductors while the outside of the conccnlric cable alld the concentric neum,1 was
touching the employee.

Date By Which Violation Must be Abated:

Proposed Penalty:
09/20/2010

$ 9560.00

Scl' pages I through 4 of this Cnaliol1 alld Notification of Penalty for lllfnnna\lon nn employer and employce rij,'lm Hlid responsibilitlc\.

Citall0l1 and Notification of Pct1.illl) Page t2 of 13 CiII/OSHA-2 Rcl' 7/07



State of California
DivIsion of Occupational Safet) and Health
Cal/OSHA Concord District Offic~ (0950622; 4028)
1450 Enea Circle, SUHe 525
Concord, CA 94520

Phone: (9:!5) 602-6517 Fax. (925) 676-0227

Citation ~lI1d Notification of Permit,

Inspection NumlJcr: 311076269
Inspection Dales: 03/ 17/20 I0- 091 16/2010
IsslI;Ulce Dale: 09 16'2010
CSIIO 10, LOS61
Optional 111S1x."Ction Nbr: 046-10

COlllll<lIl~ Name:
IIlSllCctioll Site:

Pacific Ga~ & Electric Company
300 bloc" or Panorama Drive, Benicia, CA 94510

Citation 9 Item 1 Type of Violalion: Serious

Thlc 8, CCR, 2943(0)(1)

Working on Cables, Conductors or E<luipmcllt Energizcd ill Excess or 7.500 "oiL<>.

\Vhcn \\ orking on cables. conductors or (:qllipmcnt cncrgiLcd ill excess or 7.500 \ 0115. all C'"IXtscd
encl·gi7.ed cables. conductors or equipment within rc~tch of an) part or tbe bod) shalt be:' co"ered \\ ith
suiwble protective equipment or barricaded.

On March 17.2010. al a worksne locatcd in the 300 block of Panorama Dri"e 111 Bemcla. California. the
employcr did not provide or requIre that all exposed energized cables. conductors or equipment wuhin reach of
an) part of the body were covered with suitable protective equipment or barricaded while an employee was
working Inside an energized 12KY surface-ojX':rablc primar) electric underground splice enclosure or Junclion
00)" J-&470 where he was installing conductors.

Al about 10:00 hours an employee was electrocuted while working inside Junction bo)" J-8470 without suitable
protective equipment or barricades when a 200A load break separable conneclor was partially installed onto an
exposed energized bushing and lhe conductor became cnergized and arced or shorted 3cross the un-insulated
'.IIld un-terminated cut end through a small gap between the center and concenlric nculral conductors while the
olltside of Ihe concentric cable and the concell1ric neutral was touching the employee,

Date By Which Violation Must be Abated:
Proposed Penalty:

09120/2010
$ 9560.00

Compliance Officer/Dislfict Man3!.!.cr
U. Jonas Ekeroth/David A. Becker

~e rages I IhTllugh 4 of lhlS Cil:lllon lind Noufi!.:alion of Pcnult)' lor lll!ormlillon on employcl and l'tllllloyfX nglm il:ld re~JlOtl .. ihiltlte .. ,

Cilllll011 and NOlificalion of PcnallY r~gc 11 of 13 Cal/OSHA·::! Rc\ 7/07



State of California
Division of Occupational Safely and Health
CallOSHA DISlrict Office Index 4028
1450 Enca Circle, Suite 525
Concord, CA 94520

(925) 602·6517

NOTICE OF PROPOSED PENALTIES
Compau) l\31l1C:

InslXlCtion Sile:
Mailing Address:

ISSllalll~C I)ale:

Reponing ID:
Index Cod."

Pacific Ga~ & E1ectnc Company
300 block of Panorama Drive, Benicia. CA 94510
17 Beale $lrccl, San Francisco, CA 94105-1814

09/1612010

0<)50622
4m8

SUnllUlH] or Penalties for Inspection Number 311076269

Citalion I, Regulator) = 425.00
Citation 2, Serious = 9560.00
Citatioll 3, ScdOIlS, Accidem-Relatl'il = S 22500.00
Citation 4, Serious, Accident-Related = S 22500.00
Citatioll 5, Serious Willful, Accidcnt·Relaled = $ 70000.00
Citatioll 6, Serious = $ 9560.00
Cilation 7, Serious, Accidcnt-Related = S 22500.00
Cillition 8, Serious = S 9560.00
Cilation 9, Serious = S 9560.00
TOTAL I'ROI'OSED I)ENALTlES = S J76165.oo

Pena!ues are due withm 15 workmg days of receipt of thiS notification unless contested. If you are appcaJmg any
item of this cilation, reminance is still due on all items that are not appealed. Enclosed for your usc is a Penalty
Remittance Form.

If you arc paying by credit card (MasterCard and Visa): Pkase have this form on-hand when you are rcady to
make your payment. The company name. index code, reporting ID and Citation number(s) will be required to
ensure that the payl1lCnt is accurately posted to your account. Please go to www.dir.ca.gov/dosh to access the
secure payment processing site.

If you are paying by check: Mail this Notice of Proposed Pcnallies, the Penalt) Remittance Form, along wilh a
copy of the Citation and Ofification of Penalty 10:

DEPARTMENT OF INDUSTRIAL RELATIO 'S
CASIIlER, ACCOUNTING OFFICE

1'. O. BOX 420603
SAN FRANCISCO, CA 94142·0603

CALIOSIIA does not agree lO any restrictions, conditions or endorsemetUs put on an) check or money order for
less than the full amount due, and will cash the check or money order as if these rcslrictions. conditions or
endorsements do not exist.




